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PRESCRIBED FORMS
The following forms are printed in the back ofthis manual and are also available on the Army Electronic
Library (AEL) CD-ROM (EM 0001) and the USAPA web site (http://www.usapa.army.mil)

DA Form 7463-R
Circuit Switcher Inspection Checklist (Prescribed in paragraph 1-5 and 4-4a)

DA Form 7464-R
Transformer Inspection Checklist (Prescribed in paragraph 1-5 and4-4b)

DA Form 7465-R
Switchgear Inspection Checklist (Prescribed in paragraph 1-5, 4-4c, and 5-4c)

DA Form 7466-R
Power Cable Inspection Checklist (Prescribed in paragraph 1-5, 4-4d, 5-4d, and 6-4f)

DA Form 7467-R
Main Power System Energization Checklist (Prescribed in paragraph 1-5 and 4-5b(5)]

DA Form 7469-R
Backup Power System Inspection Checklist (Prescribed in paragraph 1-5 and 5-5f)

DA Form 7470-R
Utility and Generator Circuit Breaker Inspection Checklist (Prescribed in paragraph 1-5, 5-5f, and 6-4a)

DA Form 7468-R
Engine Generator Set Inspection Checklist (Prescribed in paragraph 1-5 and 5-4a)



DA Form 7471-R
Transfer Switch Inspection Checklist (Prescribed in paragraph 1-5 and 6-4b)

DA Form 7472-R
Uninterruptible Power Supply (UPS) Inspection Checklist (Prescribed in paragraph 1-5 and 6-4c)

DA Form 7473-R
Battery Inspection Checklist (Prescribed in paragraph 1-5 and 6-4d)
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DA Form 7474-R
Uninterruptible Power Supply (UPS) Switchboard Inspection Checklist (Prescribed in paragraph 1-5

and 6-4e)

DA Form 7475-R
Uninterruptible Power Supply (UPS) System Inspection Checklist (Prescribed in paragraph 1-5 and 6-

5k)




